
 

 

WATER & SEWER SYSTEM CONSTRUCTION AND MAINTENANCE NOTE: 

The underground water and sewer systems constructed on this site shall be constructed, tested and inspected in 
accordance with the following: 

SEWER SYSTEM: 

City of Ocala “Standard Specifications for Water and Sewer Construction”. 

Construct all gravity sewers 8” and above  including manholes and all sewer services 6” or less to 
the  first cleanout upstream  from the 8” or above sewer main to City standards.    Inspection and 
testing will be performed by  the City Water &  Sewer Department.   City of Ocala will maintain 
these facilities. 

State of Florida “Standard Plumbing Code”. 

All gravity sewer services 6” or less from the first cleanout upstream from the 8” or above gravity 
sewer main will be constructed to Florida Standard Plumbing Code requirements.  Inspection and 
testing will be performed by the City Building Department.  These facilities will be maintained by 
the development. 

WATER SYSTEM: 

City of Ocala “Standard Specifications for Water and Sewer Construction”. 

Construct all potable water mains and  services, up  to  the point of metering,  to City  standards.  
Inspection and  testing will be performed by  the City Water & Sewer Department.   City of Ocala 
will maintain these facilities. 

All fire mains and hydrants, from the City water main to within five feet (5’) of the building, shall 
be constructed to City standards or NFPA 24 as required.  Inspection and testing will be performed 
by  the City Water &  Sewer Department.   City of Ocala will maintain  these  facilities up  to DDC 
locations.   

State of Florida “Standard Plumbing Code”. 

All water services downstream from the point of metering shall be constructed to Florida Standard 
Plumbing Code requirements.    Inspection  and  testing  will  be  performed  by  the  City  Building 
Department.  These facilities will be maintained by the development. 

REUSE SYSTEM: 

City of Ocala “Standard Specifications for Water and Sewer Construction”. 

Construct all reuse mains and services, up to the point of metering, to City standards.  Inspection 
and testing will be performed by the City Water & Sewer Department.  City of Ocala will maintain 
these facilities. 

State of Florida “Standard Plumbing Code”. 

All reuse services downstream from the point of metering shall be constructed to Florida Standard 
Plumbing Code requirements.    Inspection  and  testing  will  be  performed  by  the  City  Building 
Department.  These facilities will be maintained by the development. 


